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Figure 2-2:
Plant General Arrangement
Coyote Canyon

(1) ADMINISTRATION BUILDING

(2) WAREHOUSE

(3 CONTROL BUILDING/MCC ROOM

(4) SUBSTATION

(®) AIR COOLED CONDENSERS

(6) BINARY ORC EQUIPMENT

(7) ORC ELECTRICAL ROOM

CHEMICAL STORAGE

(@) AIR COMPRESSORS

FIRE / STORAGE WATER TANK

(@D FIRE PUMPS / EMERGENCY GENERATOR

(2 HP SEPERATOR/DEMISTER

(3 STEAM TURBINE

({9 STEAM TURBINE ELECTRICAL BUILDING

(3 STEAM TURBINE CONDENSER/HEAT EXCHANGERS
LAYDOWN AREA (CONSTRUCTION AND PLANT USE)
() PARKING

GATES
FENCE
@0 sump

@) PLANT INJECTION WELL

(X) STEAM TURBINE EQUIPMENT REQUIRED
FOR FLASH OR COMBINED CYCLE

(B) BINARY EQUIPMENT REQUIRED FOR
BINARY OR COMBINED CYCLE

*COMBINED CYCLE REQUIRED BOTH
STEAM AND BINARY EQUIPMENT

*ALL OTHER EQUIPMENT IS COMMON TO
ALL TECHNOLOGIES

No warranty is made by the Bureau of Land
Management as to the accuracy, reliability, or
completeness of these data for individual use

or aggregate use with other data.
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